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Monitoring Fume Hood Usage

e Fume hood usage range
e This hood shows usage between
0% open and 65% open.
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Monitoring Fume Hood Usage

e Change in average sash position from the month prior
* Red indicates poorer average green indicates
improved average sash management
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How many hoods are in use right
now in your lab and how open are
the sashes?

Smart Labs are not just
controls and sensors.

' Smart Labs provide
real time feedback as
well as monthly

ii i reporting data that is
i —— actionable.

Return on investment
is directly affected by
lab practices.
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Total Flow & ACH Profile
for Six-Day Period
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